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Safety Minute - Extension Cords and Power Strips.

Required by code to  be 
approved.  (one way is to be 
NRTL listed)
Required by code to be used 
according to any instructions in 
the listing or labeling.
UL has instructions for Cord 
Sets (Extension Cords) and 
Relocatable Power Taps (RPT’s
or Power Strips)
This info is covered in our new 
SHSD Safety Highlight Fact 
Sheet

http://www.bnl.gov/esh/shsd/Safety_Facts.asp



Some Other Recent Electrical SHSD News
Noncompliance Tracking System (NTS) Submittals
• Cable Trays 
• Electrical Equipment Inspections
• Work Space Around Electrical Equipment

Tier I Inspections
• Increased Tier I Participation 
• Guidance Information to be added to Tier I Subject Area

• EEI Program
• Due Dates
• Addition to Section in Electrical Safety Subject Area



10CFR851 NTS Submittals

Cable Trays
• Numerous cases of overloading, grounding and 

bonding issues, mixed classification of cable usage 
and other issues exist in cable trays throughout the 
Laboratory.  (NFPA 70 Art. 392 and NFPA 70E Arts 
205.4, 215.3, 420.1(C), 450.3(A)(3) and OSHA 
29CFR1910.305(a)(3)



10CFR851 NTS Submittals

Electrical Equipment Inspection 
• Multiple pieces of Laboratory manufactured 

electrical equipment used throughout the Laboratory 
are not approved (acceptable to Authority Having 
Jurisdiction (AHJ)). (NFPA 70 Art. 110.2, NFPA 70E 
Art 400.2 and OSHA 29CFR1910.303(a)(3))



10CFR851 NTS Submittals

Work Space Around Electrical Equipment
• Numerous electrical panels and disconnect switches 

throughout the Laboratory do not meet minimum 
working space and clearance requirements. (NFPA 
70 Art 110.26A, NFPA 70E Art. 400.15 and OSHA 
29CFR1910.303(g)(1))



Tier I Inspections

SHSD Tier I increased participation
Written Tier I guidance for the electrical portion of 
these inspections is in the final stages of 
development and will be available soon as an 
addition to the Tier I Subject Area.



EEI Program

Due date for “Other than Low Hazard” equipment 
review is 9/30/07. 
Due date for all equipment is 9/30/09
“Implementing the EEI Program” section is in the 
final stages of development and will be added to the 
Electrical Safety Subject Area
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